Analytical modelling of Breathing Walls: experimental verification by means of the Dual Air Vented Thermal Box lab facility by Alongi, Andrea et al.
ScienceDirect
Available online at www.sciencedirect.comAvailable online at w.sciencedirect.com
ScienceDirect
Energy Procedia 00 (2017) 000–000
www.elsevier.com/locate/procedia
1876-6102 © 2017 The Authors. Published by Elsevier Ltd.
Peer-review under responsibility of the Scientific Committee of The 15th International Symposium on District Heating and Cooling.
The 15th International Symposium on District Heating and Cooling
Assessing the feasibility of using the heat demand-outdoor 
temperature function for a long-term district heat demand forecast
I. Andrića,b,c*, A. Pinaa, P. Ferrãoa, J. Fournierb., B. Lacarrièrec, O. Le Correc
aIN+ Center for Innovation, Technology and Policy Research - Instituto Superior Técnico, Av. Rovisco Pais 1, 1049-001 Lisbon, Portugal
bVeolia Recherche & Innovation, 291 Avenue Dreyfous Daniel, 78520 Limay, France
cDépartement Systèmes Énergétiques et Environnement - IMT Atlantique, 4 rue Alfred Kastler, 44300 Nantes, France
Abstract
District heating networks are commonly addressed in the literature as one of the most effective solutions for decreasing the 
greenhouse gas emissions from the building sector. These systems require high investments which are returned through the heat
sales. Due to the changed climate conditions and building renovation policies, heat demand in the future could decrease, 
prolonging the investment return period. 
The main scope of this paper is to assess the feasibility of using the heat demand – outdoor temperature function for heat demand 
forecast. The district of Alvalade, located in Lisbon (Portugal), was used as a case study. The district is consisted of 665 
buildings that vary in both construction period and typology. Three weather scenarios (low, medium, high) and three district 
renovation scenarios were developed (shallow, intermediate, deep). To estimate the error, obtained heat demand values were 
compared with results from a dynamic heat demand model, previously developed and validated by the authors.
The results showed that when only weather change is considered, the margin of error could be acceptable for some applications
(the error in annual demand was lower than 20% for all weather scenarios considered). However, after introducing renovation 
scenarios, the error value increased up to 59.5% (depending on the weather and renovation scenarios combination considered). 
The value of slope coefficient increased on average within the range of 3.8% up to 8% per decade, that corresponds to the 
decrease in the number of heating hours of 22-139h during the heating season (depending on the combination of weather and 
renovation scenarios considered). On the other hand, function intercept increased for 7.8-12.7% per decade (depending on the 
coupled scenarios). The values suggested could be used to modify the function parameters for the scenarios considered, and 
improve the accuracy of heat demand estimations.
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1. Introduction 
Dynamic Insulation technology, also known as Breathing Wall, has been object of study since the early Nineties 
[1], as a promising approach for energy needs reduction in buildings, and its operating principles have been discussed 
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Nomenclature 
c, cp specific heat, J/(kgK) 
L  sample thickness, m 
t time, s 
T temperature, °C 
u airflow velocity, m/s 
x coordinate along the sample thickness, cm 
 
Greek symbols 
 porosity, ND 
 diameter, mm 
 thermal conductivity, W/(mK) 
 density, kg/m3 
 
Subscripts 
f quantity referred to the fluid phase 
s quantity referred to the solid phase 
w quantity referred to the overall porous medium 
 
Its thermo-physical behavior has been theoretically investigated mainly in steady state conditions [4],[5], providing 
analytical equations for the temperature distribution in the wall both for Dirichlet and Neumann boundary condition. 
These equations show a deviation from the linear trend expected in a traditional wall and identify two working 
conditions with corresponding temperature distributions: contra-flux (airflow and heat flux have opposite directions) 
and pro-flux (airflow and heat flux have the same direction). 
Even though the physical model has been accepted by the scientific community, the few past experimental works 
present data related to surface temperatures and heat fluxes in contra-flux operating mode [5]-[7], while the overall 
temperature distribution inside the Breathing Wall section has never been experimentally investigated and validated. 
In this study, the thermo-physical behavior of a Breathing Wall in contra-flux operating mode in steady state 
conditions is experimentally investigated by means of the Dual Air Vented Thermal Box (DAVTB) apparatus. The 
DAVTB apparatus, preliminary discussed in [8], is presented, along with the thermo-physical and geometrical 
characterization of a no-fines concrete sample, which was object of experimental investigation. Data about the 
temperature distribution inside the sample were collected and compared to the corresponding physical model [4], in 
order to assess its reliability. 
2. The physical model 
Considering an isotropic porous medium where local thermal equilibrium between the fluid and the solid phase can 
be assumed, and taking averages over an elemental volume of the medium, the energy equation that takes into account 
both conduction and advection is given by [9]: 
 
      TTc
t
Tc wfpw 
  u  (1) 
 
where T and u are respectively the temperature distribution and the fluid velocity field across the wall (i.e. Darcy 
velocity), , c and  are respectively the density, the specific heat (at constant pressure when related to a gas) and the 
thermal conductivity, referred to the overall porous material (w subscript) or the air only (f subscript). For steady state 
conditions in a one-dimensional homogeneous porous medium Equation (1) becomes [4]: 
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As far as boundary conditions for Equation (2) are concerned, in [4] surface temperature are assumed as known 
(Dirichlet boundary conditions), while in [5] operative temperatures are known (Neumann boundary conditions). Since 
adopting Neumann boundary conditions requires knowing the convective-radiative heat transfer coefficient on both 
surfaces, whose determination is be-yond the scope of the present study, we report here the analytical solution of the 
temperature distribution in a single layer domain under Dirichlet boundary conditions. 






























where T0 and TL represent the superficial temperatures (boundary conditions at x=0 and x=L), L is the overall wall 
thickness, and the spatial coordinate x goes from outdoor to indoor. The scope of the present study was to validate 
experimentally Equation (4). 
3. Materials and methods 
In this section the Breathing Wall sample construction used in the experimental test is firstly presented and 
characterized. Secondly, the Dual Air Vented Thermal Box facility as well as its control and data acquisition system 
are presented. 
3.1. The concrete sample 
In this work, a specimen of no-fines concrete was studied. This material, also known as Air Permeable Concrete 
(APC) or pervious concrete, is a cement-based mixture, produced without small diameter aggregates. This leads to a 
highly porous hardened solid matrix, with highly interconnected pores, which was already studied in [10]. Taking into 
account its thermo-physical properties, it can be considered a suitable choice for dynamic insulation technology, in 
order to develop a stratified technical solution optimized for Mediterranean climate conditions in NZEB applications. 
A 1 m2 sample wall was built, with a thickness of 15 cm (Fig. 1), using the mix-design reported in Table I. Because 
of its considerable weight, the sample was divided into 9 elements, 5 of which have 9 thermocouples embedded, 
equally spaced along the cross-section, and 2 thermocouples attached to the exposed surfaces. This allows to monitor 
the temperature distribution in the blocks during every laboratory test. In the work presented in this paper, we focused 
our analysis on the central block, which it is far enough from the perimeter to allow disregarding any edge effects. At 
this point, it is important to notice that the casting procedure was carefully performed, in order to avoid any damage 
to the embedded thermocouple junctions. However, the overall process may have affected the probes position: this 
aspect will be considered in the discussion of the experimental results. 
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Fig. 1. The no-fines concrete sample. 
Table 1. Mix-design used to produce the no-fines concrete blocks. 
cement powder Portland cement CEM II-A-L/42.5 
aggregate Zandobbio limestone 
 60% large gravel ( = 9÷12 mm) 
 40% medium gravel ( = 6÷9 mm) 
water/cement ratio (w/c) 0.39 
aggregate/cement ratio (agg/c) 7.03 
 
Before starting the experimental investigation of the overall wall in the DAVTB, the material under discussion was 
characterized in terms of thermo-physical properties and structure geometry. 
First of all, its thermal conductivity was assessed according to some simplifying assumptions, generally adopted in 
the literature dealing with dynamic insulation. By disregarding the solid-fluid interaction at microscopic level and by 
assuming that heat conduction in the solid and fluid phases occurs in parallel [9],[11], the thermal conductivity of the 
porous medium is equal to the volume average of the solid and fluid parts as in Equation (5): 
 
  sfw   1  (5) 
 
where  is the porosity of the material, and the subscripts f and s are referred to the fluid (air) and solid phase 
respectively. 
In order to apply Equation (5), the medium porosity has to be measured, as well as the thermal conductivity of the 
solid matrix only, keeping in mind that it is composed by cement and gravel. s was measured directly using the 
Transient Plane Source (TPS) method [12], which is able to provide in a single measure the thermal conductivity and 
the thermal diffusivity of the investigated sample. Since the aim of this work is to experimentally assess the validity 
of the mathematical model for dynamic insulation walls in steady-state conditions, only the first parameter will be 
reported in this paper. For this purpose, we produced 8 samples with the same mix-design described in Table 1, but 
using fine aggregates (sand and gravel with a diameter of 1-2 mm) only. In this way we were able to obtain very 
compact samples (porosity around 0%) with the same over-all properties of the solid matrix of the wall sample shown 
in Figure 1. After a series of TPS measurements the thermal conductivity was found to be s = (1.76 ± 0.08) W/(mK). 
In order to obtain the porosity , the Archimedes method was used, as suggested in [10], obtaining  = (30 ± 2) %. 
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At this point, assuming an air thermal conductivity f = 0.025 W/(mK), which corresponds to a temperature of 
15°C, and using Equation (5), the thermal conductivity of the porous material was evaluated as w = (1.24 ± 0.09) 
W/(mK).  
Moreover, by means of image analysis we were able to assess the granulometry distribution of pores inside no-
fines concrete (Fig. 2), which is mainly distributed in the range 0-8 mm, with only few detections with bigger diameters 
(maximum at 12.5 mm). The characterization of the microscopic structure of no-fines concrete will be discussed in 
detail in a future publication. 
 
 
Fig. 2. Granulometry distribution of pores size inside no-fines concrete. 
3.2. The Dual Air Vented Thermal Box 
In the last few years, an experimental apparatus was built in the Building Physics Laboratory of the Energy 
Department of Politecnico di Milano, allowing to test medium size samples of building envelope technologies (such 
as dynamic insulation). 
The facility was designed in order to reproduce operative temperature boundary conditions across the sample 
envelope component, either in steady or unsteady state. If the sample wall is made of permeable materials, the facility 
can force an airflow through it, with a velocity flow rate controllable both in terms of verse and magnitude. Therefore, 
due to these peculiar features, no guidelines from literature could be used in the design phase: the only technical 
standard available [13] deals with Guarded (GHB) and Calibrated (CHB) Hot Box facilities, both aimed at the 
characterization of steady-state properties of non-pervious building envelope components. Even when dynamic 
insulation walls were investigated [5], a basic set-up was used, allowing only a partial control of thermal boundary 
conditions. 
The design process led then to the construction of the Dual Air Vented Thermal Box shown in (Fig. 3). The DAVTB 
facility is mainly composed by two insulated chambers (“Boxes”) divided by the sample, a hydraulic loop and an 
airflow loop.  
The hydraulic loop is made of a primary loop connected to a hot and a cold water tank, and a secondary loop divided 
into three branches, that circulate water into the radiant finned stripes in each Box (Fig. 4) and into the water-to-air 
heating/cooling coil. This way the operative temperature in each chamber and the airflow inlet temperature can be 
controlled separately. 
A detailed description of the geometrical and technological characteristics, and a preliminary characterization of 
the hydraulic loop can be found in [8], while the control strategy and the airflow loop operation have been recently 
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Fig. 3. Picture of the DAVTB facility. The boxes (with the interposed sample frame) are visible, 
together with the hydronic plant and the air recirculation system. 
 
 
Fig. 4. Internal view of one of the chambers. Radiant panels and thermocouples are visible. 
The airflow loop is composed by three sections: the heating/cooling coil, the fans (two centrifugal facing in opposite 
direction, and four butterfly shutters) and the measurement section (a 2 m long tube – inner diameter 50 mm – with a 
small two-directional fan anemometer located in the middle). The airflow rate across the sample can be varied in the 
range 0 - 0.013 m3/(m2s), that is typical for Breathing Walls operation. 
All the measurement and control activities are automatically performed by a multifunctional switch unit remotely 
controlled by a LabVIEW algorithm. The multifunctional switch is an Agilent 34980A, equipped with modules 
suitable for three main purposes: the first is used for voltage and current measurement (34921A/T); the second is a 
proportional controller and waveform generator (34951A/T); the third and last one is an ON/OFF controller 
(34938A/T). All electrical devices in the facility (water pumps, hydraulic valves and air shutters) are activated using 
the ON/OFF switches, while the proportional modules are used to regulate mixing valves and diverter to achieve the 
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desired supply temperature to the terminals in the hydraulic plant, to partially open or close the proportional shutters 
in the ventilation plant and, finally, to produce the waveform needed to affect the rotational velocity of fans through 
the PWM controller. 
As far as data collection is concerned, the apparatus is equipped with a differential micro-manometer, a bidirectional 
fan anemometer (already mentioned above), a series of thermocouples for air, sample and water temperature 
measurement, two globe thermometers and two heat flux sensors. 
All thermal probes in the DAVTB facility are T-type thermocouples (copper-constantan). In the hydronic plant 
needle thermocouples are used to measure water temperature in two points of each tank, and in the main points of the 
plant itself: hot and cold side before the mixing valves; supply to and return from the delivery systems inside the 
apparatus. Air temperature is measured in nine points inside each chamber, disposed in the edges and in the centre of 
a cubic arrangement, allowing to detect any thermal stratification phenomena. It is important to mention that every 
thermocouple has been shielded from the radiative heat exchange by custom made copper cylinders. Moreover, in 
each chamber a globe thermometer has been installed in the geometrical centre to measure the operative temperature. 
Some of the mentioned sensors are visible in Errore. L'origine riferimento non è stata trovata. Finally, it is possible 
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properties at 40°C, which is the upper limit for the air leaving the sample, leads to negligible alterations on the 
temperature distribution (the difference is below 0.13°C in the worst case). 
In Fig. 5 measured temperature profile data are compared to the corresponding analytical curves obtained with A = 
Acalc. First, it can be remarked that, as the air velocity increases, deviation from the linear trend increases. Secondly, it 
is possible to observe that the experimental data are well represented by the physical model described in literature: the 
mean standard deviation between the analytical model profile and the measured profile is equal to 0.15 °C, 0.11 °C 
and 0.12 °C for test 2, 3 and 4 respectively. Moreover, the agreement between the experimental outcomes and the 
model provides a confirmation of the measured thermal conductivity value for the no-fines concrete solid matrix, 
reported in Section 3.1. 
 
 
Fig. 5. Temperature distribution inside the sample (centre section) at different air 
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Fig. 6. Interior (towards Box 2) and exterior (towards Box 1) surface temperature 
as a function of average velocity of the air crossing the sample. 
In Fig. 6 the effects of the velocity of the airflow on the surface temperatures are shown. In fact, many previous 
works [5],[14],[15] state that one of the effects of contra-flux regime is the surface temperature drop on both sides of 
the Breathing Wall, which is clearly highlighted by the outcomes from the laboratory tests reported here. Further it 
can be noticed that, at the highest velocity adopted namely 0.012 m/s the wall exterior surface temperature, namely 
facing the cold chamber, almost reached the asymptotic value of 15°C equal to the operative temperature in Box 1. 
 
At the same time, the temperature distribution calculated for each test in Breathing Wall working condition was 
processed into the Matlab Curve Fitting Toolbox, deriving the A parameter through fitting of Equation (4). In Table 3 
A from fitting (Afit) is compared with A from calculation (Acalc). It can be remarked that, considering the errors, the two 
parameters agree with each other. 
 
Table 3. Comparison between A parameter from calculation (Acalc) and from fitting (Afit). 
ID Acalc [m-1] Afit [m-1] 
1 - - 
2 2.95 (±0.34) 2.51 (±0.78) 
3 6.03 (±0.57) 5.94 (±0.60) 
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Fig. 7. Average air velocity derived from fitting ufit versus measured average air 
velocity crossing the sample <u>. 
Finally, the values of Afit reported in Table 3 have been used to derive comparative values of airflow velocity (ufit) 
by reversing Equation (3). Results of this calculation are compared to the measured average velocity in Fig. 7. Since 
the effective velocity profile of the airflow, approaching the sample, is not directly measured in the DAVTB apparatus, 
this way we have been able to assess that the desired average velocity is actually achieved in the middle of the 
Breathing Wall. 
5. Conclusions 
By means of the DAVTB apparatus, for the first time to the best of the authors’ knowledge the steady state 
temperature profile in a Breathing Wall was measured at variable airflow velocity crossing the wall. The measured 
data exhibit the characteristic exponential trend predicted by the analytical model by Taylor and Imbabi. In order to 
assess the validity of the model, the no-fines concrete thermal conductivity was obtained. Indeed, a very good 
agreement is observed between experimental temperature profiles in the middle of the sample wall and the model 
predictions. 
Further investigations will consider verifying the temperature profile in different portions of the sample, connected 
to the uniformity of the air velocity profile on the wall surface, and studying multilayers Breathing Walls. Moreover, 
since the DAVTB apparatus allows establishing variable operative temperatures, the Breathing Wall behavior in 
transient state will be investigated. 
The present study is carried out within the Cost Action TU 1403 Adaptive Façade Network. 
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